	TEMPORARY OPERATING INSTRUCTION
	No.
	11-213R1



	O.O. 
	11-11263 
	MISO No.
	1-02355573
	File No.
	240802

	Name of Outage:
	230 kV Line R29H (Reston – Virden West)

	Effective Dates:
	2011-11-10 from 1900 to 2011-11-25 at 1600 CST 
(2011-11-10 from 2000 to 2011-11-25 at 1700 EST)

	Standing Guide Reference:
	MH-SPC Special Study (as per J. Kane 2011-11-18)


	System Posturing
	West flow MH>SP   B10T will be operated to minimum limits of "Scheduled / SOL" 90 / 105 MW North.   

“GRPTPH” MINIMUM of 145 MW is assumed during outage period.   Forecasted GRPTPH conditions indicate this generation requirement should be available to accommodate routine operating concerns during the entire outage period.
East flow SP>MH   B10T will be operated to limits of "Scheduled / SOL"  100 / 115 MW South

GRPTPH MAXIMUM of 875 MW is required for this outage for east flows.

                        (GRPTPH = Grand Rapids + Power To Ponton / Herblet)

	Description of Work:
	Mitigate Contingencies at Reston South with Breaker R8 Failure.
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	MISO RC INFO
	System Intact
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	                             MISO Webtool Manual Override is Required
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	Special Instructions:
	TOI Extensions - This TOI may be extended until 23:59 by performing the following steps:

1. Verify system conditions to confirm there are no additional tie line facilities           outages, or new internal MH outages.

2. Review RTCA to confirm there are no new contingencies.

3. Contact MISO to confirm there are no new outages, if there are no new outages     provide notice to MISO that MH is extending the TOI.

4. Extend the outage in COLA.

5. Update TLAP outage table.

6. Provide notice to affected balancing authorities
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	J. Cameron
	Date:
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	Revised By:
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	Date:
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Copies to:


SOSS, System Control Centre

NSSS, System Control Centre



GSSS, System Control Centre

GSO, System Control Centre


Operating Order

File 240802


MHEB OASIS

MISO – St. Paul



SPC – Dwight Wooley

SPC – Tony Dhillon

SPC - Colin Nicholson



SPC – Yong Zheng
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