	TEMPORARY OPERATING INSTRUCTION
	No.
	12-012R3



	O.O.
	12-00670
	MISO No.
	1-02468074
	File No.
	

	Abnormal Operating Condition:
	GS22 (Great Falls to Selkirk)  and,
MHEB – ONT  Winnipeg River Conservative Operations

	Effective Dates:
	2012-02-07 from 0800 to 1600 CST  (2012-02-07 from 0900 to 1700 EST) and
2012-02-08 from 0800 to 1600 CST  (2012-02-08 from 0900 to 1700 EST) and
2012-02-09 from 0800 to 1600 CST  (2012-02-09 from 0900 to 1700 EST) and
2012-02-10 from 0800 to 1600 CST  (2012-02-10from 0900 to 1700 EST) and
2012-02-14 from 0800 to 1600 CST  (2012-02-14 from 0900 to 1700 EST) and

	Standing Guide Reference:
	MH-IESO Standing Guide


	Description of Work:
	GS22 – Install bird deflectors
MHEB System Posturing
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TRANSFER Limits for offload taps at Whiteshell Terminal

   MH-ONT East (MH Export)

Location RM
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   MH-ONT West (MH Import)
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	MISO West RC Notes:
	MH_ONT_E (Export) SOL = 251 MW

MH_ONT_W (Import) SOL = 176 MW

	Special Instructions:
	TOI Extensions - This TOI may be extended until 23:59, by performing the          following steps.

a) Verify system conditions to confirm there are no additional tie line facilities         outages, or new internal MH outages.

b) Review RTCA to confirm there are no new contingencies.

c) Contact MISO to confirm there are no new outages, if there are no new outages     provide notice to MISO that MH is extending the TOI.

d) Extend the outage in COLA

e) Update TLAP outage table

f) Provide notice to affected balancing authorities
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Copies to:

SOSS, System Control Centre
NSSS, System Control Centre


GSSS, System Control Centre
GSO, System Control Centre
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		Operating Guide Formulas

		Example - JamesTown Pickert

				Export		Import		Notes

		TTC		300		300

		RM		110		110

		Transfer Limit (SOL)		190		190

		CRSG		0		0		Release all of CRSG North

		OM		13		13

		Firm		177		177

		Non-Firm (Releaseable)		0		0

		Schedule Limit		177		177

		Calculated Values

		Transfer Limit = TTC - RM		190		190

		TRM = OM + RM + CRSG		123		123

		Coeff = 1 - (Releaseable/TRM)		1		1

		Firm = TTC - TRM		177		177

		NonFirm = TRM - TRM * Coeff		0		0

		NonFirm = TTC - TRM * Coeff - Schedules		177		177		For the Operating Hour, for our Calculations assume 0 MW Schedules

		Schedule Limit = Firm + NonFirm

		MH-USA South (MH Export)

		IROL: 2250 MW  SOL: 2070 MW        Schedule Limit 1882 MW

		Location		TTC		RM		Transfer		CRSG		OM						Schedule Limit

				(IROL)				(SOL)						Firm		Non-Firm

		USA		2250		180		2070		113		320		1637		245		1882

		MH-USA North (MH Import)

		IROL: 1050 MW  SOL:  900 MW         Schedule Limit 850(1050 CF)

		Location		TTC		RM		Transfer		CRSG		OM						Schedule Limit

				(IROL)				(SOL)						Firm		Non-Firm

		USA		1050		150		900		500		250		150		700		850

		TLR Triggers		South TLR 1		South TLR 3		North TLR 1		North TLR 3

				1863		1957		850		900														158

		MISO Webtool Postings		Firm TRM		Non-Firm TRM		Coeff

		MHEX_S (Export)		771		613		0.600

		MHEX_N (Import)		900		900		0.222

		1. If NDEX > 1300 MW, both Coal Creek units will be armed for trip.

		2. If NDEX < 1200 MW, additional 150 MW of non-firm can be released
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		TRANSFER Limits MW:

		MH-ONT East (MH Export)

				SOL:		251				Schedule Limit				226

		Location		TTC		RM		Transfer		OM						Schedule Limit

								(SOL)				Firm		Non-Firm

		East		300		49		251		145		106		120		226

		MH-ONT West (MH Import)

				SOL:		176				Schedule Limit				151

		Location		TTC		RM		Transfer		OM						Schedule Limit

								(SOL)				Firm		Non-Firm

		West		300		124		176		126		50		101		151

		MISO Webtool Manual Override is Required.

		MISO Webtool Postings		Firm TRM		Non-Firm TRM		Coeff

		MH_ONT_E (Export)		194		194		0.381

		MH_ONT_W (Import)		250		250		0.596
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