Procedures of the Ameren Illinois Balancing Authority for Demand Reductions Per Section 70.1.1 of Module E of the MISO Open Access Transmission and Energy Markets Tariff
(August 2007)
1.
Preamble
This sets forth the procedures that Ameren Services Company, operator of the Ameren Illinois Balancing Authority, (AMIL BA) will use on behalf of the Midwest Independent Transmission System Operator, Inc. (Midwest ISO) to implement an Interruptible Demand designated by an eligible Market Participant.  The AMIL BA has developed these procedures to implement Section 70.1.1 of Module E of the Midwest ISO Open Access Transmission and Energy Markets Tariff (MISO Tariff).  The Midwest ISO has delegated to the AMIL BA the authority to implement demand reductions as contemplated by Section 70.1.1.  Capitalized terms in this document have the same definitions as set forth in the MISO Tariff.

2.
Eligibility
Market Participant must represent an Interruptible Demand of 1 MW or greater and must be located in the AMIL BA.
3.
When Interruptions will occur
The AMIL BA will interrupt eligible Interruptible Loads when any one or more of the following conditions exist in paragraphs a. through d. below. The AMIL BA will implement these interruptions usually in coordination with the Midwest ISO Reliability Coordinator, but also independently using its sole discretion when necessary.
a. When there is a general capacity deficiency in the AMIL BA which can not be ascribed to a specific load or group of loads which can be selectively targeted, or when a pro-rata load shed is required for loads in the AMIL BA; 
b. When an eligible Interruptible Load is served by a capacity-deficient LSE and when the Midwest ISO or the AMIL BA are, or are projected to be, capacity-deficient; 
c. When ordered by the MISO Reliability Coordinator to do so; or 
d. When the AMIL BA Operator independently determines or declares that an emergency exists that threatens life, property, or the reliability or security of the electric system. 

4.
Means of Interruption

a. 
In order to interrupt load under any of the conditions discussed above, the AMIL BA shall send an electronic control signal to the eligible Interruptible Load so as to eliminate the portion of its load designated as the Interruptible Demand within 10 minutes of the time that such control signal has been activated by the AMIL BA. This electronic signal must directly interrupt the flow of current to the Interruptible Load. At its sole discretion and subject to testing, the AMIL BA may allow the electronic signal to initiate a process event in the Interruptible Load control system to effectuate the implementation of Interruptible Demand within 10 minutes. In addition, at the sole discretion of AMIL BA, the AMIL BA may permit the Market Participant to function as an Interruptible Load on an interim basis, prior to the installation of an electronic signal.  In such instance, AMIL BA will provide to the Market Participant a procedure to implement the interruption until such time as the electronic signal is installed and functioning.
b. An eligible Market Participant shall install or cause      to be installed equipment acceptable to the AMIL BA that allows the AMIL BA to remotely interrupt the Interruptible Demand as contemplated in paragraph a. above.  

5.
Other Conditions
a. The Market Participant shall bear all costs incurred by it and by the AMIL BA that are required to allow for the remote interruption contemplated by these procedures.  

b. Neither the AMIL BA nor the Midwest ISO shall have  any responsibility or liability for any injury whether to property or to persons), any loss, damage or claim (including but not limited to product loss and loss of profits) by reason of any interruption, curtailment or restoration of service.

c. The minimum duration of each interruption shall be fifteen minutes.  There shall be no limit for the maximum length of an interruption.
d. Where possible, the AMIL BA will provide the eligible Market Participant with advance notice of an interruption by phone, fax, internet, or such other electronic communication method as may be developed and used by the AMIL BA. 





Attachment A

(Name of MARKET PARTICIPANT)

Contact Information:

MARKET PARTICIPANT Contact Name: 

_______________________________________________________________________

MARKET PARTICIPANT Contact Phone Number: 

_______________________________________________________________________

MARKET PARTICIPANT Contact Email Address:

_______________________________________________________________________ 

MARKET PARTICIPANT Contact Fax Number: 

________________________________________________________________________

MARKET PARTICIPANT 24 Hour Contact Desk Number:

 _______________________________________________________________________

MARKET PARTICIPANT Mailing Address: ________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________

MARKET PARTICIPANT Billing Address:

________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________________

Attachment B

(Name of MARKET PARTICIPANT)

Interruptible Load Description 
(One form shall be completed for each Retail Load Customer per premise served by a Market Participant)*

Address of Retail Load Customer:

________________________________________________________________________________________________________________________________________________

Account Number, Meter Numbers of Interruptible Load & Firm kW Level:

Account Number: _________________________________________________________ 

Firm Hourly kW: _________________________________________________________

Meter # _________________________________________________________________

Meter # _________________________________________________________________ 

Meter # _________________________________________________________________ 

(Use additional sheets if needed. Limit one end-use customer per attachment.  During an interruption, Customer will be required to drop load to no more than the minimum firm hourly kW level listed above.). 

**Responsible Party to Receive Notification: (MARKET PARTICIPANT or end-use customer) _______________________________________________________________

Telephone Number: _______________________________________________________

Address:   _______________________________________________________________

Facsimile:   ______________________________________________________________

Email Address: ___________________________________________________________

*Load must be listed or in the process of being listed as interruptible in Section VIII of the Market Participant Application currently on file at the Midwest ISO. 

**MARKET PARTICIPANT holds the ultimate responsibility as the Customer to interrupt service.  

Date Service is Requested:

______________________________________________________________________

MARKET PARTICIPANT Authorized Signature and Title:

______________________________________________________________________

Date Service is Effective:

______________________________________________________________________

(In no event shall service be effective prior to the date service is accepted by Ameren Services as indicated by its Authorized Signature.)
Ameren Services Authorized Signature and Title:

______________________________________________________________________

